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MI Heating Cable – Typical Trench Drain Cross Section  

Trench Drain Notes 

1. The Hole/Cavity MUST be 

completely filled with 

cement, to avoid air pockets 

around the heating cable. 

Failure to do this will result 

in early burnout of the 

heating cable. This is 

EXTREMELY IMPORTANT. 

2. If the trench drain heating 

cable replacement is part of a 

ramp reconstruction – first 

remove the existing topping 

and heating cables 
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